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CONNECT TO FIRE ALARM DEVICES LOCATED IN TOP OF SHAFT.

DEVICES TO BE INSTALLED AT BOTTOM OF ELEVATOR SHAFT. COORDINATE EXACT
LOCATION IN FIELD WITH EQUIPMENT INSTALLER.

FURNISH/INSTALL REQUIRED RELAY FOR INTERCONNECTION OF HOOD SYSTEM WITH
FIRE ALARM SYSTEM. NOTE: CIRCUIT BREAKERS FOR ALL ELECTRICAL EQUIPMENT
BENEATH THE HOOD SHOULD BE SHUNT-TRIPPED UPON ACTIVATION OF THE BUILDING

FIRE ALARM SYSTEM.

FIRE ALARM CONTRACTOR TO FURNISH LOW-VOLTAGE DUCT SMOKE DETECTOR.
MECHANICAL CONTRACTOR TO INSTALL DUCT SMOKE DETECTOR IN SUPPLY OF UNITS
OF 2000 CFM OR GREATER. SMOKE DETECTORS SHALL SHUT DOWN UNIT UPON
ACTIVATION OR VIA THE BUILDING FIRE ALARM SYSTEM. IN ADDITION, THE DETECTORS
SHALL BE MONITORED AND CONTROLLED VIA THE FIRE ALARM SYSTEM. THE
MECHANICAL CONTRACTOR SHALL PROVIDE THE REQUIRED LOW-VOLTAGE POWER
FROM THE UNIT TO THE DUCT SMOKE DETECTOR. THE FIRE ALARM CONTRACTOR SHALL
PROVIDE THE REQUIRED RELAY TO INTERCONNECT THE DUCT SMOKE DETECTOR TO
THE BUILDING FIRE ALARM SYSTEM.

COORDINATE WITH FIRE SPRINKLER RISER INSTALLER TO FURNISH RELAY AND/OR
TAMPER AND FLOW SWITCHES TO INTERLOCK SPRINKLER SYSTEM WITH BUILDING FIRE
ALARM SYSTEM.

EC TO PROVIDE FLUSH-MOUNTED JUNCTION BOX AND %/4" CONDUIT TO ACCESSIBLE
LOCATION ABOVE CEILING FOR THE KITCHEN HOOD CHEMICAL FIRE SUPPRESSION
SYSTEM'S MANUAL PULL STATION THAT IS TO BE FURNISHED AS AN OPTIONED
ACCESSORY BY THE KITCHEN HOOD INSTALLER. EC TO ENSURE HOOD PULL STATION IS
INTERLOCKED WITH BUILDING FIRE ALARM SYSTEM TO TRIGGER FIRE ALARM
ACTIVATION IF PULL STATION IS OPERATED. EC TO PROVIDE PERMANENT, ENGRAVED
WARNING PLATE, TO BE WALL-MOUNTED ABOVE THE PULL STATION, WITH WHITE
LETTERING ON A RED BACKGROUND THAT READS:
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FLUSH-MOUNT

FIRE ALARM

d
ANNUNCIATO

PANEL

d

"KITCHEN HOOD FIRE SUPPRESSION PULL
ACTIVATES HOOD [# / NAME] ONLY
NOT A BUILDING FIRE ALARM PULL"

COORDINATE WITH HOOD INSTALLER/MECHANICAL CONTRACTOR TO ENSURE THAT
EACH HOOD IS CLEARLY AND PERMANENTLY LABELED WITH A UNIQUE IDENTIFYING
EQUIPMENT TAG THAT MATCHES THE NAME USED ON THE ASSOCIATED WARNING
PLATE.

EC TO COORDINATE WITH CIVIL TO FURNISH/INSTALL FIRE ALARM TAMPER SWITCH FOR
FIRE SPRINKLER WATER SUPPLY SHUTOFF VALVE ON BACKFLOW PREVENTER AND TO
INSTALL FIRE ALARM CABLING IN 1" CONDUIT FROM FIRE ALARM CONTROL PANEL TO
BACKFLOW PREVENTER. COORDINATE WITH CIVIL FOR BACKFLOW PREVENTER EXACT
LOCATION.

FIRE ALARM CONTRACTOR TO ENSURE THAT AUTOMATIC GAS SHUTOFF VALVE IS
INTERLOCKED WITH FIRE ALARM SYSTEM SO THAT GAS SUPPLY IS SHUT OFF IF HOOD
CHEMICAL FIRE SUPPRESSION SYSTEM IS ACTIVATED AND/OR IF BUILDING FIRE ALARM
SYSTEM IS ACTIVATED.
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